**W-HC & V Element Series**  
**Cleaning Procedure**

**Wire Screen Element Manual Cleaning** *(W/HC & V Element)*

1. Remove external build-up of contamination with cleaning fluid in separate tank.

2. Remove large particles in the pleats using a rounded needle or tweezers.

3. Immerse the element for 30 minutes in high quality cleaning fluid.

4. Flush from the inside with air-water pistol.

5. Turn off water and blow from inside with air only.

6. Immerse in Isopropyl Alcohol to remove the remaining water particles.

7. Allow element to dry, then pack element in air tight plastic bag for future use.

8. Refer to the appropriate filter service manual brochure for proper element installation.